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@ Surface restoration will match existing adjacent treatment (seeding, bark, etc.).
Native material or as directed by WSDOT.
@ Bedding material beneath pipe/casing shall be six (6) inches. Additional pipe bedding shall be

placed equal to half the diameter of the pipe/casing or six (6) inches, whichever is less.

GENERAL NOTES

1.

Trenching and pipe installation shall meet the requirements of WSDOT Standard
Specification 7-08.

Maximum trench width shall not exceed casing/pipe diameter plus an additional one (1) foot
on either side.

Compaction shall be Method C per Standard Specification Section 2-03.3(14)C.

Casing pipes shall extend a minimum of six (6) feet beyond the toe of fill slopes, bottom
of ditchline, or outside of curb.

Open Trench Detail
Figure 120-4b
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